Troy A. Bauer

S c I G Pipeline Safety and Compliance Manager
0 a a s 555 W. Fifth Street, ML11A6

Los Angeles, CA 90013

909-376-7208
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A %’ Sempra Energy utility’ Tauer@sotalGas.com
-

June 10, 2020

Mr. Terence Eng

Program Manager

Gas Safety and Reliability Branch
Safety and Enforcement Division
California Public Utilities Commission
505 Van Ness Ave, 2nd Floor

San Francisco, CA 94102

Dear Mr. Eng:

The Safety and Enforcement Division (SED) of the California Public Utilities Commission
conducted a G.O. 112, Operation and Maintenance Inspection of Southern California Gas
Company's (SoCalGas) Coastal Transmission Area from February 24, 2020 to March 13, 2020.
SED conducted field inspections of pipeline facilities in the Ventura and Goleta Transmission
districts within the Inspection Unit. SED’s staff also reviewed the Operator Qualification
program, which included field observation of randomly selected individuals performing
covered tasks.

SED staff identified one notice of probable violation and two areas of concern. Attached are
SoCalGas’ written responses.

Please contact Troy A. Bauer at (909) 376-7208 if you have any questions or need additional
information.

Sincerely,

Troy A. Bauer
Pipeline Safety and Compliance Manager

CC:

Mahmoud Intably, SED
Kan-Wai Tong, SED
Claudia Almengor, SED
Desmond Lew, SED



2020 SoCalGas Coastal Transmission
2/24/2020 to 3/13/2020

Notice of Probable Violations

1) During the field inspection on March 6, 2020, SED observed an above ground section
of Line 1004 (MP L1004-8.35) in Santa Barbara had a miter joint with a deflection of
12 degrees. According to SoCalGas’ records (as built drawing), the MP L.1004-8.35
(Sycamore Creek) was replaced in 1994. The as-built drawing showed that the miter
joint was designed with 12 degrees deflection and the pipeline operated at hoop stress
of 37 (thirty-seven) percent of Specified Minimum Yield Strength (SMYS). Part
192.233(a) requires the miter joint to have a maximum of 3 degrees deflection if a
pipeline operates at a pressure that produces hoop stress of 30 (thirty) percent or more
of SYMS.

SED found SoCalGas’ above ground section of L1004 operating at a pressure that
produces a hoop stress of 37 (thirty-seven) percent or more of SMY'S with the miter
joint deflecting the steel pipe more than three degrees. Therefore, SED finds SoCalGas
in violation of Title 49 CFR, Part 192, Section 192.233(a) for exceeding the maximum
deflection allowed.

SoCalGas Response:

SoCalGas disagrees with SED’s determination. As shown in the attached Completion
Sketch (pages 4-6), the location on the segment shown as having a 12 degree deflection
is identified as Item 2. Item 2 in the Bill of Materials is specified as a trimmed 45-
degree elbow. A trimmed elbow does not have a hoop stress restriction as does a miter.
SoCalGas has also attached the Design Data Sheet (page 7) and the Miscellaneous
Job Report (pages 8-15) from the project files which further reinforce the trimmed
elbows that were installed in 1994.

Concerns

2) During the field inspection on February 28, 2020, SED observed several line markers
missing at the southeasterly intersection of East Fifth Street and South Rice Avenue in
Ventura, CA. (Leak Survey Line 324, Work Order No.6268936). SED recommends
that SoCalGas take corrective action to replace the missing line markers. SoCalGas
took corrective action by replacing the missing line markers. No further follow up
action is required.

SoCalGas Response:
As indicated in SED’s letter, SoCalGas addressed the missing line markers on the same

day of the inspection by installing the line markers on 02/28/2020.



3) Title 49 Code of Federal Regulations (CFR), Part 192, Section 192.605(a) states in
part:

"General. Each operator shall prepare and follow for each pipeline a manual of
written procedures for conducting operations and maintenance activities and
for emergency response. For transmission lines, the manual must also include
procedures for handling abnormal operations. This manual must be reviewed
and updated by the operator at intervals not exceeding 15 months, but at least
once each calendar year. The manual must be prepared before operations of a
pipeline system commence. Appropriate parts of the manual must be kept at
locations where operations and maintenance activities are conducted.”

SoCalGas Gas Standard 223.0100 Leakage Surveys, Section 4.3.1.5 Special Surveys
states:
“When the routine scheduled survey frequency are not considered adequate
because of pipe condition, limited opportunity for gas to vent safely, or other
reasons. When the special surveys will be ongoing and scheduled, efforts shall
be made to identify the segment of pipe to be at the greater frequency in SAP
and EGIS, and be scheduled as routine.”

During the records review, SED observed several Special Leak Surveys not conducted
by the required due date.

WO# LOCATION DUE DATE| COMPLETION DATE
6738994 1003-VENT 8/30/2018 9/22/2018
6729161 1004-VENT 8/30/2018 9/22/2018
6984087 1004-VENT 6/30/2019 7/19/2019
6729832 1005-VENT 8/30/2018 9/29/2018
7085276 1005-VENT 10/30/2019 11/26/2019
6396435 1011-VENT 6/30/2017 1/5/2018
6731235 1011-VENT 8/30/2018 9/29/2018
6738694 404-VENT 8/30/2018 9/15/2018
6729830 406-VENT 8/30/2018 9/15/2018

SED recommends SoCalGas take corrective measures to perform Special Leak Surveys
according to their schedule.

SoCalGas Response:

SoCalGas agrees with SED’s determination on the NTSB leak surveys. SoCalGas will
issue a communication to the Transmission Districts to reinforce the unique timing of
these surveys. SoCalGas did not find any abnormal operating conditions (AOCs) after
the NTSB surveys were completed on these segments.
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JOB DESCRIPTION

¢ OUTHERN CALIFORNIA GAS COMPANY suee—L_or_1
DESIGN DATA SHEET ’
RELOCATION OF 16" LINE 1004 FOR BRIDGE IMPROVEMENT 130
LENGTH FT.
LocaTion_ON STATE HWY. 225 CABRILLO BLVD. (SYCAMORE CREEK) WORK/GRDER 93396 GR
MAOP OF P!

DESIGN LEVEL

1000

psiG=_%44.6 % oF vP

LOCATION CLASS __3

A. PIPE & WELDING FITTINGS (wITH SPECIFIC WALL THICKNESS AND GRADE)

DESIGN FACTOR_+3 __ OR NE

OHOMELINE 1600 psia

= e M el W™ —— | e |
16 PIPE 40-55.3 . 344 X-60 2580 1290
16 ELL 52-96 375 Y-60 2813 1406
* 16 BAND 57-69 .375 ¥Y-50 2239 1119
B. VALVES, REGULATORS & OTHER FITTINGS (wITH ANSI, WOG OR SIMILAR RATINGS)
= oo il "
* 2 COUPLING-HALF, STL, SCRD 3000# 52-83 4500 3000
* 2 PLUG-STL, SCRD. SQ. HEAD 3000# 54-37 4500 3000
* 1/2 COUPLING-HALF, STL, SCRD 6000# 52-83 9000 6000
* 1/2 PLUG-STL, SCRD, SQ. HEAD. 6000'f . 54-37 9000 6000

C. BRANCH CONNECTIONS,PRESSURE CONTROL FITTINGS & TAPS (EXCEEDING 2") SEE COMPANY PROCEDURE 182.89.M.3.

RN amaox | MM LEC | enPh | siremiew | omsox |ALTHCG Y Cemin 1 emaoe | A J e
SZK xS PRESS.
INGH DEFLECTION PRIO
E. QUALIFICATION

DESIGN PRESSURE (Least design pressure shown above in Section A, B, C, D) 1119 paic
TesTMEDIUM_WATER  mINIMUMDURATION__ 8  HOURS ACTUAL** __3_ HOURS
TEST PRESSURE (Minimum Req'd. —2.322 psig, Maximum 2380 _ psig) ACTUAL*s _ 28500 esia
MAXIMUM ALLOWABLE OPERATING PRESSURE (Lssser of Test Press./F ® or Design Pross) oe PSIG

*F = 1,26 for location class 1 & 2
*F = 1,50 for location class 3 & 4
**This information is filled in after pressure test.
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DESCRIBE BRIEFLY THE WORK PERFORMED
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